Featured Application: As the load characteristics of power systems tend to be complex, the difficulty of accurate and reliable load point prediction is constantly increasing, and it is more and more difficult to only use the point prediction results to ensure the safe and stable operation of the power system. By using the multi-objective interval prediction algorithm based on the conditional copula function, the power system decision-makers can better understand the fluctuation range of future load changes, so that they can clearly recognize the possible uncertainties and facing risk factors when they are performing tasks such as real-time scheduling and system security analysis of the future load, and then make more reasonable, safe, and economical scheduling decisions in a timely manner, and more in line with the future development needs of the power market.
Compared to deterministic point prediction, the result of probabilistic interval prediction is not a simple deterministic value, but an interval. Based on this result, power system decision-makers can better understand the fluctuation range of future load changes, so that they can clearly recognize the potential uncertainties and risk factors of the future load when performing real-time scheduling and system safety analysis, and then make more reasonable, safe, and economical scheduling decisions [27] , and also be more in line with the future development needs of the power market [28] . At present, many scholars have explored and studied the load interval prediction and formed a variety of prediction methods [26] [27] [28] [29] [30] [31] . They can be summarized as follows: the upper and lower bound estimation method based on ANN [29] , the mixed construction interval method [26] [27] [28] [29] [30] , and the probabilistic prediction method [28] [29] [30] [31] . The upper and lower bound estimation method based on ANN directly adopts the multi-input and double-output structure of feedforward neural network and makes the objective function optimal to obtain the prediction interval. In the literature [29] , this method is applied to load interval prediction, and the particle swarm optimization algorithm is used to optimize the parameters in the ANN to improve the quality of the prediction interval. The hybrid construction interval method is usually based on a certain point prediction method, and then the interval results are constructed by error analysis. The authors of Reference [26] proposed a method based on the point prediction method of the extreme learning machine to construct the proportional coefficient so as to predict the short-term load interval. It has a wide application range and strong robustness; the literature [30] gives a prediction method based on multi-layer wavelet ANN, which constructs a load prediction interval by adding a hybrid Kalman filter. However, this kind of method is to perform interval prediction based on the traditional point prediction result, and the effect of point prediction will directly affect the effect of interval prediction. The probabilistic prediction method is mostly based on Bayesian theory [31] . This method mainly proceeds by constructing a distribution model of the predictive quantity, which can directly obtain the expected value of the predicted quantity, and its distribution, so that interval prediction results can be more conveniently obtained under any confidence level. The literature [28] also describes a brand-new machine learning algorithm based on Bayesian theory and statistical learning theory. Compared with the traditional interval prediction method, it has the advantages of strong generalization ability of machine learning algorithms. However, in practical applications, using different kernel functions would obtain different prediction results; when conducting an accuracy evaluation on the prediction results with different kernel functions, the evaluation results of the evaluation indicators often prove to be contradictory, resulting in an inability to obtain the optimal kernel function and prediction results.
The copula function can describe the correlation relationship between multiple variables more comprehensively and accurately; due to this excellent characteristic, some scholars have tried to apply it in the field of wind power prediction in recent years [32, 33] . This method has a fast calculation speed and relatively good prediction effect, but there are also some problems, which are manifested in the following aspects: (1) In the research, relevant scholars did not consider the value boundary problem of conditional copula function prediction model parameters (interval division number K, condition number t); (2) different parameter values (K, t) will result in interval prediction outcome with different precision, and the values of inappropriate parameters will reduce the prediction accuracy; (3) interval accuracy evaluation index containing the PICP and the PIAW generally contradict each other (when the effect of PICP is preferable, PIAW has poorer evaluation results and vice versa), which means selecting the parameter is difficult in the application of the current method.
Aiming at the above problems, this paper proposes a conditional copula multi-objective prediction algorithm based on discrete form. This method takes advantage of the copula function and makes full use of the correlation existing in the adjacent load sequences to obtain the prediction interval to be predicted. A rolling prediction method is adopted to obtain prediction results for the entire period. At the same time, we further improve the prediction method of the conditional copula function in the process of research, and the value boundary problem of the model parameters was found and fully considered. Based on this, the NSGA-II (Non-dominated Sorting Genetic Algorithm-II) multi-objective optimization algorithm was used to obtain the optimal solution of K and t. After that, the optimal parameters and corresponding prediction results are obtained by evaluating the solution set, which improves the prediction accuracy and practicability of the method. Compared with the current common load prediction methods, the conditional copula multi-target load interval prediction method proposed in this paper has the following advantages:
(1) The conditional copula multi-objective interval prediction algorithm does not need to process a large amount of original data, and the calculation takes a short time. (2) Compared with the traditional machine learning algorithm represented by ANN, the prediction algorithm proposed in this paper has fewer calculation model parameters, does not require long-term machine learning and is convenient to apply. (3) The prediction algorithm proposed in this paper does not depend on the accuracy of point prediction and can directly obtain the probability distribution of the load to be predicted, thus, on the whole, improving the prediction accuracy of the load. (4) Compared with the probabilistic prediction method represented by the literature [28] , there is no problem of selecting the kernel function, so that it can be applied better in practice and has the advantages of wide application range and strong expansibility. (5) Due to the excellent characteristics of the copula function, the prediction method proposed in this paper can make full use of the correlation between load sequences in adjacent time periods, and, compared with the current commonly used load prediction methods, it has better prediction accuracy and effect.
Materials and Methods

Conditional Copula Function
The copula function, also known as the connection function, is a type of function that connects multiple random variable joint distribution functions with their respective marginal distribution functions. It can describe the correlation between multiple variables more comprehensively and accurately. Due to this characteristic, it has a very wide application in risk prediction in the fields of finance and insurance.
Using the copula function for load interval prediction mainly involves the calculation of conditional copula function construction and confidence intervals. The copula function in its general form (Gaussian copula function, t-copula function, and others) always reveals differences from the actual situation. At the same time, the use of the continuous copula function form in calculations is relatively difficult because it requires obtaining the inverse function in the calculation of the confidence interval. Therefore, this paper uses the empirical conditional copula function, which could more accurately describe the correlation between random variables and uses the conditional copula function in the discrete form [34] [35] [36] to calculate the confidence interval at a given confidence level more conveniently.
The construction method of the discrete condition copula function is given as follows. It is assumed that N independent samples for t + 1 variables are known, as shown in Equation (1), where each row represents one sample, and each column represents the value of the marginal distribution function of one variable under different samples:
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The copula function is connected to the edge distribution function between t + 1 variables. We obtain the value of the edge distribution function of the corresponding Equation (1) by the literature [32, 33] . As shown in Equation (2):
F 1 , · · · , F t , F t+1 in Equation (2) are the edge distribution function of the variable 1, . . . , variable t, variable t + 1, respectively. The value of each edge distribution function in the matrix is between 0 and 1. We divide the interval [0, 1] into K subintervals equally. Each interval ranges is as in Equation (3):
It can be seen that there are K subintervals for each variable, and t + 1 variables will together form K t+1 subspaces. Any line in Equation (2) must fall within a certain subspace.
The condition copula function refers to the probability distribution function of the corresponding t + 1th variable, with the former t variable values of a certain sample F being known. That is, the F t+1 x F t+1 probability distribution function in Equation (4) is the conditional copula function that needs to be obtained:
In order to approximately describe a continuous distribution function using a set of discrete probability distributions, we adopted a scenario approach [32, 33] . The specific operation is as follows: in N samples of Equation (2), the samples in the former t variables that fall in the same subspace as Equation (4) are removed to form a conditional matrix. Suppose there are N 1 samples in the matrix, all samples in the matrix are then classified using K-means clustering.
The method consists of two steps. First, the samples for which all of the elements in the t + 1th column fall in the same subinterval are classified into the same class, and the subinterval definition is the same as in the previous definition. In this way, we can classify N 1 samples into J classes, and the numbers of samples included in each class are recorded, respectively, as
Then, the mean F t+1 j (j = 1, 2, · · · J) is calculated using Equation (5) to represent the t+1th element in each class, and the probability of occurrence of each class is given:
Therefore, F t+1 j , p j j=1,2,···J is the discrete probability distribution function of F t+1 x F t+1 based on Equation (4), which is the discrete conditional copula function.
Multi-Objective Prediction Method Based on the Conditional Copula Function
The load prediction model proposed in this paper includes two main components. One component is the conditional copula interval ultra-short-term prediction method based on the discrete form, which uses load historical data after giving a set of prediction model parameters (K, t), to establish the probability distribution function of the load in the period to be predicted by calculating the marginal distribution function such that the upper and lower bounds of the prediction interval under the given confidence level are obtained; the prediction of the entire prediction period is then completed using rolling prediction, and the interval prediction effect is measured by two evaluation indices containing PICP and PIAW. The second component is the NSGA-II multi-objective optimization method, which uses PICP and PIAW as the objective functions within the value range of the copula interval prediction model parameters K and t and finds the non-inferior solution set for predicting the parameters of K and t. It is assumed that each evaluation index is equally important such that each index is endowed with 50% weights, and a set of optimal prediction model parameters is obtained by weighting calculations. The copula interval prediction is performed with the recently obtained parameter, and the results are compared with the prediction results of the currently used interval prediction methods.
To better understand the detailed process of this prediction method, we give the specific implementation steps of the prediction method, as shown in Figure 1: Step 1: Using the historical load sequence, in the process of establishing conditional copula distribution function in discrete form, we first determine the value range of K (interval division number) and t (condition number) that is applicable to the current historical data.
Step 2: We use two indicators, PIAW and PICP, to evaluate the accuracy of the conditional copula interval prediction results under different K and t values.
Step 3: Taking PICP and PIAW as objective functions, we use the NSGA-II multi-objective optimization method to find the non-inferior solution set of the conditional copula prediction model parameters within the range of K, t.
Step 4: We obtain a set of optimal parameters for the prediction model using the average weight method.
Step 5: We use the optimal group of parameters of K, t for conditional copula interval prediction and compare the prediction results with those of GPR, ANN and ELM (three commonly used interval prediction algorithm results) to verify the effectiveness of the proposed method. Step 1: Using the historical load sequence, in the process of establishing conditional copula distribution function in discrete form, we first determine the value range of K (interval division number) and t (condition number) that is applicable to the current historical data.
Step 5: We use the optimal group of parameters of K, t for conditional copula interval prediction and compare the prediction results with those of GPR, ANN and ELM (three commonly used interval prediction algorithm results) to verify the effectiveness of the proposed method.
Load Interval Ultra-Short-Term Prediction
A relatively strong correlation exists between load sequences in short time intervals. Therefore, we can take the continuous load sequences collected from certain regions as historical data and use the copula function to describe this correlation between load sequences. We assume that the continuous load sequence of a certain region is   
A relatively strong correlation exists between load sequences in short time intervals. Therefore, we can take the continuous load sequences collected from certain regions as historical data and use the copula function to describe this correlation between load sequences. We assume that the continuous load sequence of a certain region is [y 1 , y 2 , · · · , y n−1 , y n ], and we need to predict the interval of the load y n+1 at the next moment. In using the discrete conditional copula function to make a load prediction, assuming that the condition number is t, the (t + 1) variables and (n − t) samples can be transformed from the historical data:
Each column in the matrix is a load sequence at certain time intervals, which is viewed as [X 1 , X 2 , · · · , X t , X t+1 ]. Thus, we establish the conditional copula distribution function of load to be predicted. In other words, we use the marginal distribution function value
as a known condition and obtain the probability distribution function of y n+1 .
We assume that the conditional copula function obtained is
, where p 1 is the largest and p J is the smallest. As all values of the marginal distribution functions fall into the interval [0, 1], we divide the interval into K subintervals, which are denoted as S 1 , S 2 , · · · , S K in turn. Thus p j is accumulated from j = 1 until the sum is greater than or equal to the preset confidence level β. The value of β needs to be preset by humans according to actual needs and has nothing to do with the other factors. In the process of grid dispatching and decision-making, too small a β value will make the interval coverage rate low and the scheduling risk large, while too big a β value will make the interval width large and the application effect not good. As a compromise, we set β = 0.9 to get a better prediction.
We assume that when accumulating to j = q,
is given as follows:
where l (lower) refers to the lower bound of the interval, and u (upper) refers to the upper bound of the interval. Under the confidence level β, the prediction interval of the load at the (t + 1)th moment is the union of Equation (5), namely:
Using the inverse operation of the marginal distribution function, we obtain the prediction interval
t+1 (S u ) of the load at the (t + 1)th moment, and the load interval prediction at (t + 1)th moment is realized.
Interval Prediction Evaluation Index
We adopt PICP and PIAW as the evaluation indices to validate the prediction accuracy of the proposed algorithm.
(1) PICP Prediction interval coverage probability is the most important index to measure the quality of the predicted interval. It defines the probability that the actual observation value falls within the prediction interval which is enveloped by the upper and lower bounds. A larger PICP value indicates that more observation values are covered by the constructed prediction interval, and vice versa. Under ideal conditions, PICP = 100% and all observation values are within the prediction interval. The expected observation generally falls within the constructed prediction interval at a probability k above the preset confidence level, that is:
where P( ) is the probability; V u and V u are the upper and lower bounds of the prediction interval. V u is the corresponding observational value and β is the preset confidence level. According to Bernoulli's law of large numbers, interval coverage can be expressed directly by the frequency of the predicted interval coverage observation value, which converges to k according to a certain probability.
where U is the total amount of load to be predicted, u = 1,2 . . . U. A u is a Boolean quantity that is defined as follows:
When the actual value of load to be predicted falls into the prediction interval, the value of A u is 1. Otherwise, A u is 0.
To construct an effective prediction interval, the PICP should be as high as possible compared to the rated confidence level β; if the PICP is much smaller than β, the prediction interval is treated as an invalid interval and needs to be reconstructed.
(2) PIAW PIAW is an important reference for evaluating the quality of the predicted interval. If the interval is sufficiently wide, it can easily satisfy the ideal coverage of PICP = 100%. However, such an interval is too conservative to give effective information about the uncertainty of the value to be predicted-this makes the interval prediction altogether impractical. It is necessary to measure the interval width in order to reasonably evaluate the prediction interval. The PIAW index is defined as follows:
The index measures the PIAW of each point to be predicted. The prediction interval width is positively correlated with the observed value; the interval width can be evaluated very accurately by PIAW. Under extreme conditions, if the upper and lower bounds of the prediction interval are the same for N points to be predicted, the width of the predicted interval is zero. The interval prediction is reduced to a point prediction and the evaluation index of the prediction interval loses its practical significance. Here, we strictly distinguish point prediction from interval prediction and ensure that the prediction interval satisfies PIAW = 0.
NSGA-II Multi-Objective Optimization Algorithm
The NSGA (Non-dominated Sorting Genetic Algorithm) is derived from the Genetic Algorithm (GA) but is different from the traditional GA. The NSGA algorithm is based on a genetic algorithm, and its core technology lies in two aspects: one is to rank individuals in the population by using the non-dominated sorting principle; the other is to calculate the virtual crowding distance of each individual by the Niched Genetic Algorithms (NGR). Based on the above two technical principles, the NSGA algorithm evaluates and selects the population in the "selection" segment, thus achieving multi-objective optimization, and exhibits strong advantages such as strong searchability and robustness in the field of multi-objective optimization. However, with the increase in the complexity of problems, the NSGA algorithm also exposes the disadvantages of high computational complexity, the easy coverage of excellent individuals in the iterative process, and the need to manually specify shared parameters [37] .
In view of the shortcomings of the NSGA algorithm, in 2002 Deb and other scholars proposed NSGA-II algorithm, which is superior to the NSGA algorithm: it uses a fast non-dominated sorting algorithm, and the computational complexity is much lower than that of NSGA; the comparison operator of congestion degree and congestion degree is adopted to replace the shared radius: share Q that needs to be specified and serves as the winning criterion in the peer comparison after quick sorting. It extends the distribution range of the solution set in the Pareto frontier and distributes evenly, maintaining the diversity of the population. The elite strategy is introduced to expand the sampling space, prevent the loss of the best individual, and improve the computing speed and robustness of the algorithm [38] .
In this paper, the two evaluation indexes consisting of PIAW and PICP are used as the adaptive function, K and t of copula interval prediction under the confidence level β are used as decision variables, according to the definition of K and t [32, 33] , their value should be a positive integer. But the total number of subspaces of Equation (2) is K t+1 , the subspace is too much. There will be no sample in the former N samples who fall within the same subinterval as Equation (4), so fail to construct the conditional matrix. Therefore, we first assume that t = 1, K gradually increases from 2, take obtain the condition matrix as the principle, and determine the value range of K when t = 1; then assume that t = 2, K gradually increases from 2, and determine the value range of K when t = 2. After such an exhaustive operation, the value range of all parameters (K, t) is obtained. And then NSGA-II is used for multi-objective optimization to obtain a non-inferior solution set of the conditional copula prediction model. In order to better understand the specific process of this method, the specific implementation steps of the optimization method are given below, and the flowchart is shown in Figure 2: Step 1: Monte Carlo random sampling is carried out for two values of K and t.
Step 2: Coding. Adopt the real number coding method.
Step 3: Set the population size "Pop Size" and generate the initial population, PO.
Step 4: Conduct the fast-non-dominated sorting and virtual crowding distance calculation for the contemporary population, which is one of the core steps of this algorithm. The fast-non-dominated sorting is based on the two adaptability function values including PIAW and PICP, while the virtual crowding distance is obtained from the distance information of the individual vectors in the variable space.
Step 5: Conduct a genetic operation, which includes selection, crossover, and mutation. The sub-population can be obtained in this step.
Step 6: Conduct an elitist strategy. The parent population and sub-population are combined, selection operation based on the fast-non-dominated sorting and the virtual crowding distance is carried out, and we can thus obtain the next parent generation.
Step 7: The iterations number plus 1; return to step 4 until the iterations number reaches the given maximum.
Conduct an elitist strategy and conduct the fast-non-dominated sorting and virtual crowding distance calculation for the contemporary population again 
Results
Example Data Source
To verify the effectiveness of the proposed method in this paper, we apply the multi-objective ultra-short-term prediction method of the conditional copula function to three regions in Shaanxi Province, China, which are recorded as region 1, region 2, and region 3. The load data of each region are derived from the local power grid. According to China's power industry standard (DL/T 1711-2017) and the actual application requirements of ultra-short-term load prediction, the resolution of the load data is determined to be 15 min.
We divide the historical load data collected in one area into three parts, which is called respectively training data, validation data and test data, while the NSGA-II algorithm is only used during the validation data.
(1) training data: We use most of the historical load data of a region as training data, and use these data to construct the conditional copula function. At this time, the prediction model parameters (K, t) are not fixed, if the selected parameters are not suitable, the prediction effect will be poor.
(2) validation data: In the ultra-short-term load prediction, due to the full consideration of the principle of "near load with large correlation and far load with small correlation," namely, the future change trend of load is more dependent on the development law of recent load in the historical period, and the correlation with the development trend of long-term loads is weak. Therefore, we use the load data of the day before the test period to find the optimal parameters of the prediction model, and use the NSGA-II multi-objective optimization algorithm to obtain the optimal solution set of the 
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(2) validation data: In the ultra-short-term load prediction, due to the full consideration of the principle of "near load with large correlation and far load with small correlation," namely, the future change trend of load is more dependent on the development law of recent load in the historical period, and the correlation with the development trend of long-term loads is weak. Therefore, we use the load data of the day before the test period to find the optimal parameters of the prediction model, and use the NSGA-II multi-objective optimization algorithm to obtain the optimal solution set of the prediction model parameter values (K, t), finally we obtain a group of optimal parameters (K, t) by evaluating the solution set.
(3) test data: In order to verify the actual accuracy of the optimal parameter prediction model, we use the test data to test to ensure the unbiasedness of the prediction model, and compare the results with the three commonly used load interval prediction methods.
Region 1 is located in Yan'an City, Shaanxi Province, China. We use the load data from the Yan'an Power Grid Corporation from 1 January 2016 to 31 January 2017 as the training data, and we take the load data of 1 February 2017 as the validation data. Finally, the test is performed using the (96 points) load data of 2 February 2017 to verify the actual accuracy of the prediction model with the optimal parameters.
Region 2 is located in Hanzhong City, Shaanxi Province, China. We use the load data from the Hanzhong Power Grid Corporation from 1 March 2016 to 31 March 2017 as the training data, and we take the load data of 1 May 2017 as the validation data. Finally, a test is performed using the load data (96 points) of 2 May 2017 to verify the actual accuracy of the prediction model. Region 3 is located in Shangluo City, Shaanxi Province, China. We use the load data from the Shangluo Power Grid Corporation from April 2016 to August 2016 as the training data, and we take the load data of 1 September 2016 as the validation data. Finally, the test is performed using the load data (96 points) of 2 September 2016 to verify the actual accuracy of the prediction model.
The computer CPU model we use is Core i7-7700K with 4 core 8 thread, clock speed is 4.2-4.5 GHz; computer memory is 16 GB, solid state disk is SAMSUNG 960 EVO 500G; the operating system is Windows 10 64-bit; the proposed load ultra-short-term prediction model was built on MATLAB R2016b. In the validation period, the execution time is 17.815 s; while in the testing period, conduct the load prediction of a point (15 min), the execution time is 0.841 s.
Algorithm Application Process
In establishing the discrete conditional copula function, t and K must be determined. The confidence level β is a free parameter that can reflect the prediction accuracy, and it is unified as β = 0.9 in this paper. The values of parameter K and t are limited by the sample number of the historical load sequence. After rigorous calculation, we obtain the following range: in region 1: when t = 1, the range of K is from 2 to 1087; when t = 2, the range of K is from 2 to 13; and when t = 3, the range of K is from 2 to 10. In region 2: when t = 1, the range of K is from 2 to 779; when t = 2, the range of K is from 2 to 10; and when t = 3, the range of K is from 2 to 5. In region 3: when t = 1, the range of K is from 2 to 651; when t = 2, the range of K is from 2 to 7; and when t = 3, the range of K is from 2 to 4.
In the value range of model parameters K and t, the two evaluation indices of PICP and PIAW are taken as the objective function for calculation using the NSGA-II multi-objective optimization method, with programming in MATLAB according to the algorithm optimization principle in Section 3.3 to find the Pareto optimal solution of the conditional copula prediction model parameters. The obtained Pareto optimal solution set is shown in Figure 3 It can be seen that the Pareto optimal solution sets of the three regions each have 12 best points, the PICP is greater than or equal to 0.7, and the PIAW are between 200 and 400 MW, which explains why the points in the solution set have better prediction performance. However, in Figure 3a ,b, point 3 can be regarded as the sudden-change point of the entire fitting Pareto optimal solution set curve, which can also be said to be an inflection point, and in Figure 3c , the inflection point of the entire curve becomes point 4. In the figure, we mark the general Pareto optimal solution with a red dot and the inflection point with a blue circle.
In the Pareto optimal solution set, the larger the PICP point, the larger the PIAW. The PIAW and PICP values are contradictory to each other; the solution sets cannot be compared with each other to seek the better one, so all solution sets are considered optimal solutions. In order to obtain the optimal parameter setting, we first use the extreme value method to standardize the PIAW and PICP values of each group of parameters. According to the definition in Section 3.2, the smaller the PIAW value, the better the prediction performance, so we use Equation (13) to standardize the index PIAW. Meanwhile, the larger the PICP value, the better the prediction performance, so we adopt Equation (14) to standardize the index PICP. x i is the value to be normalized and x j is the normalized value, MAX = max(
Equations (13) and (14) are used to standardize the PIAW and PICP value of all points, and we consider that the two precision indexes are equally important for evaluating the effect of interval prediction. Therefore, the weights of PICP and PIAW can all be considered as 50%. Finally, we conduct a weight calculation for the two evaluation indexes of all the points in the Pareto optimal solutions set, with results shown in Tables 1-3. It can be seen from Tables 1-3 that, after normalizing the two interval prediction indexes of each point, the PIAW and PICP values of the Pareto optimal solution in each region are between 0 and 1. The PIAW value of the point 1 to point 12 gradually increases, and the PICP value gradually decreases, indicating that the PICP of the 1st point is optimal, but the PIAW is the worst; otherwise, the PICP of the 12th point is the worst, but the PIAW is the best. After assigning 50% weights to each of the two indicators and adding them up, we can see that the weight of the 3rd point in Table 1 is 0.944, which is the maximum in 12 points. This indicate that the interval prediction result is optimal in this parameter setting. In Figure 3a , it can be seen that the point is located at the inflection point of the approximate curve, and the specific prediction model parameters are set to K = 155, t = 1. The weight of point 3 in Table 2 is 0.942, which is the maximum in 12 points, which explains that the interval prediction result is optimal in this parameter setting. In Figure 3b , it can be seen that the point is also located at the inflection point of the approximate curve, and the specific prediction model parameters are set to K = 180, t = 1. The weight of point 4 in Table 3 is the maximum in 12 points. In Figure 3c , it can be seen that the point is still at the inflection point of the approximate curve, and its specific prediction model parameters are set to K = 134, t = 1.
Results Comparison for Different Algorithms
To validate the effectiveness of the proposed method, ELM [26] , GPR algorithm [28] , and ANN [29] are introduced to compare the results of interval prediction with those of the proposed method. Figures 4-6 show the prediction results of applying the four methods in region 1, region 2, and region 3, respectively. In the figure, the black x mark represents the actual load, the red line is the upper limit of the predicted interval, the purple line is the lower limit of the predicted interval, and the red and purple lines form 96 little intervals, which are the results of the interval prediction. If the black x mark is between the red line and the purple line, the point prediction can be considered successful. If the black x mark is beyond the red line, then the measured value is considered beyond the upper limit of the prediction. If the black x mark is lower than the purple line, then the measured value is lower than the lower limit of the prediction. When the measured value exceeds the upper limit or lower limit, the point prediction is considered to be a failure.
It can be observed from Figure 4a that the measured values of two points (34, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4b , the measured values of three points (27, 34, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4c , the measured values of four points (33, 34,37, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4d , the measured values of five points (24, 33, 34, 37, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4 , we see that the load values of points 33-34 and 72-73 undergo a sudden change, but the four prediction methods cannot predict the dramatic change of this load in advance, so all the interval prediction upper bounds are a bit low, resulting in failed prediction with each method at points 34 and 73. However, since the method can make full use of the correlation between adjacent load sequences when the load is abruptly changed at other periods such as points 26-27 and 32-33, a certain interval prediction margin is retained, thereby reducing the number of points of failed prediction. From the prediction results of the four methods, when using the method of this paper to predict region 1, only the upper bounds of the two prediction intervals do not meet the requirements, while more than three appear in (b), (c), (d), which indicates that the PICP obtained by this method is higher. At the same time, the PIAW of the prediction results obtained by this method is the lowest among all methods, which shows that the interval prediction algorithm provided in this paper has the highest accuracy. It can be observed from Figure 4a that the measured values of two points (34, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4b , the measured values of three points (27, 34, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4c , the measured values of four points (33, 34, 37, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure  4d , the measured values of five points (24, 33, 34, 37, 73) exceed the upper limit of the prediction, so they do not meet the prediction requirements. In Figure 4 , we see that the load values of points 33-34 and 72-73 undergo a sudden change, but the four prediction methods cannot predict the dramatic change of this load in advance, so all the interval prediction upper bounds are a bit low, resulting in failed prediction with each method at points 34 and 73. However, since the method can make full use of the correlation between adjacent load sequences when the load is abruptly changed at other periods such as points 26-27 and 32-33, a certain interval prediction margin is retained, thereby reducing the number of points of failed prediction. From the prediction results of the four methods, when using the method of this paper to predict region 1, only the upper bounds of the two prediction intervals do not meet the requirements, while more than three appear in (b), (c), (d), which indicates that the PICP obtained by this method is higher. At the same time, the PIAW of the prediction results obtained by this method is the lowest among all methods, which shows that the interval prediction algorithm provided in this paper has the highest accuracy. In Figure 5a , only two points (34, 74) in the predicted segment do not meet the prediction requirements. In Figure 5b , only three points (27, 34, 71) in the predicted segment do not meet the prediction requirements. In Figure 5c , only four points (2, 34, 35, 71) in the predicted segment do not meet the prediction requirements. In Figure 5d , only five points (34, 35, 39, 71, 74) in the predicted segment do not meet the prediction requirements. It can be observed that the method of this paper is still the most reliable. Similarly, the main reason for the failure of the 34th point prediction may be a sudden load change during this period. In Figure 5 , we find that at the 90-96 point, all the lower bounds of the interval predictions given by the four methods are low, which makes the actual power values close to the lower bound of the interval prediction, so the prediction of this period is relatively conservative. This result might be due to the consecutive decrease in load prior to this period (86-90 points), such that the prediction model expects that this downward trend in load will continue to exist, thereby reducing the predicted lower bound and increasing the success rate. However, by In Figure 5a , only two points (34, 74) in the predicted segment do not meet the prediction requirements. In Figure 5b , only three points (27, 34, 71) in the predicted segment do not meet the prediction requirements. In Figure 5c , only four points (2, 34, 35, 71) in the predicted segment do not meet the prediction requirements. In Figure 5d , only five points (34, 35, 39, 71, 74) in the predicted segment do not meet the prediction requirements. It can be observed that the method of this paper is still the most reliable. Similarly, the main reason for the failure of the 34th point prediction may be a sudden load change during this period. In Figure 5 , we find that at the 90-96 point, all the lower bounds of the interval predictions given by the four methods are low, which makes the actual power values close to the lower bound of the interval prediction, so the prediction of this period is relatively conservative. This result might be due to the consecutive decrease in load prior to this period (86-90 points), such that the prediction model expects that this downward trend in load will continue to exist, thereby reducing the predicted lower bound and increasing the success rate. However, by comparing the prediction results of the four methods, we can also see that the method proposed in this paper has the largest PICP and the smallest PIAW, and a better interval prediction effect.
comparing the prediction results of the four methods, we can also see that the method proposed in this paper has the largest PICP and the smallest PIAW, and a better interval prediction effect. In region 3, the accuracy of the method proposed in this paper is still the highest, and three points (32, 34, 89) in Figure 6a do not meet the requirements. Four points (32, 34, 35, 89) in Figure 6b do not meet the requirements. Four points (31, 32, 34, 35) in Figure 6c do not meet the requirements. Five points (31, 32, 34, 35, 36) in Figure 6d do not meet the requirements. It can be seen that the overall prediction effect of each method in region 3 is inferior to region 1 and region 2, which may be caused by the relatively bigger fluctuation of load in the forecast period of region 3, and the overall prediction effect of each method in points 30 to 40 is poor; we speculate that this may be related to the fact that the load before the 30th point is relatively stable, so that each model believes that this "smooth" process will continue, but in fact, the load has increased by about 500 MW in one hour. The excessive increase of the load makes all the upper bounds of the interval prediction given by various prediction models low, and the actual value of the load exceeds the upper prediction bound, causing prediction failure. However, the method in this paper can make full use of the correlations between loads and finds the "trend" of such a continuous decline is actually weakened. The prediction contains a certain margin for the prediction interval at the next moment, and that makes the prediction successful at points 35 and 36. In region 3, the accuracy of the method proposed in this paper is still the highest, and three points (32, 34, 89) in Figure 6a do not meet the requirements. Four points (32, 34, 35, 89) in Figure 6b do not meet the requirements. Four points (31, 32, 34, 35) in Figure 6c do not meet the requirements. Five points (31, 32, 34, 35, 36) in Figure 6d do not meet the requirements. It can be seen that the overall prediction effect of each method in region 3 is inferior to region 1 and region 2, which may be caused by the relatively bigger fluctuation of load in the forecast period of region 3, and the overall prediction effect of each method in points 30 to 40 is poor; we speculate that this may be related to the fact that the load before the 30th point is relatively stable, so that each model believes that this "smooth" process will continue, but in fact, the load has increased by about 500 MW in one hour. The excessive increase of the load makes all the upper bounds of the interval prediction given by various prediction models low, and the actual value of the load exceeds the upper prediction bound, causing prediction failure. However, the method in this paper can make full use of the correlations between loads and finds the "trend" of such a continuous decline is actually weakened. The prediction contains a certain margin for the prediction interval at the next moment, and that makes the prediction successful at points 35 and 36. 
Discussion
After obtaining the prediction results of each method from the three regions, for further analysis and discussion, we use Equation (10) and (12) to calculate the prediction accuracy indicators of each method separately. The results are shown in Table 4 . It can be observed from Table 4 that in the three regions, the PICP values obtained by each method are all greater than 0.90, indicating that the prediction effects of these methods are excellent. However, the PICP of the interval prediction method (M1) proposed in this paper is the largest, and at the same time, the corresponding PIAW is smallest. This observation illustrates that the proposed method in this paper is superior to the commonly used interval prediction methods of which these three are representative.
The comparison shows that the prediction interval coverage of M2 is better than that of M3 and M4, but its interval width is too large. The interval average width of M4 is narrower, but the success rate of interval prediction is not high. In general, each of these three methods has advantages and disadvantages, and it is impossible to choose an optimal method. However, the optimal parameters selected in this paper are based on the same importance of PICP and PIAW, but at times it is necessary to emphasize security in the scheduling process, and thus the requirements for PICP are higher in the two evaluation indicators. Applying the method in this paper endows the PICP with a higher weight, but because of the need to consider high security, the prediction process tends to be conservative, resulting in an increase in the interval width. In contrast, at times we require a narrower prediction interval in the scheduling process. In this case, the requirements for PIAW are higher. The smaller the PIAW, the easier it is to meet the requirements such that the PIAW is endowed with a higher weight when applying this method, but this increases the probability of prediction failure and 
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The comparison shows that the prediction interval coverage of M2 is better than that of M3 and M4, but its interval width is too large. The interval average width of M4 is narrower, but the success rate of interval prediction is not high. In general, each of these three methods has advantages and disadvantages, and it is impossible to choose an optimal method. However, the optimal parameters selected in this paper are based on the same importance of PICP and PIAW, but at times it is necessary to emphasize security in the scheduling process, and thus the requirements for PICP are higher in the two evaluation indicators. Applying the method in this paper endows the PICP with a higher weight, but because of the need to consider high security, the prediction process tends to be conservative, resulting in an increase in the interval width. In contrast, at times we require a narrower prediction interval in the scheduling process. In this case, the requirements for PIAW are higher. The smaller the PIAW, the easier it is to meet the requirements such that the PIAW is endowed with a higher weight when applying this method, but this increases the probability of prediction failure and decreases PICP. It can be observed that the selection of the optimal parameters for the prediction model actually changes with different situations, and the actual scheduling must be considered.
Conclusions
Due to the strong randomness and volatility of the load, accurate value prediction is difficult. After analyzing the problems existing in the current load prediction method, this paper proposed a multi-objective interval prediction method based on the conditional copula function in discrete form, which helps power system staff to make more reasonable, safe, and economical scheduling decisions. Specifically, we did the following research:
(1) At present, some load interval prediction methods need to rely on point prediction or require appropriate kernel functions to be selected in advance, which reduces the prediction accuracy.
With the excellent characteristics of the copula function, we could take full advantage of the correlation relationship between load sequences in adjacent time periods by establishing the discrete condition copula function of the point to be predicted, to obtain the prediction interval of a point to be predicted, and then, the rolling prediction method is adopted to obtain the prediction result of the whole prediction period, which improves the interval prediction accuracy; the method has the advantages of being simple and quick, and easy to expand. (2) Based on the problem of contradiction between multiple evaluation indicators, when the values of the conditional copula prediction model parameters (K, t) change, we use the NSGA-II multi-objective algorithm to seek the optimal model parameter within its value range such that the non-inferior solution set of the conditional copula prediction model parameters is obtained. Then we use the average weight method to get a group of the optimal set of conditional copula prediction model parameters. (3) To validate the effectiveness and applicability of the load interval prediction method proposed in this paper, the method was applied to three regions in China. We compared the prediction results obtained using the proposed method with those of three more mature methods (ELM [26] , GPR algorithm [28] , and ANN [29] ). The comparative analysis showed that the method proposed in this paper has the smallest PIAW, the largest PICP, and the best effect. (4) As is mentioned in the discussion, we believe that when PICP and PIAW are endowed with their weights, we must combine the actual requirements of scheduling. The prediction results obtained using this method are not exactly the same in different practical situations. At the same time, the method proposed in this paper can provide a new idea for dispatching departments, because it can be more effective and safer to conduct power system dispatching after combining with point value prediction. Meanwhile, the construction process of a conditional copula function can also be extended to other fields such as wind speed, PV, and so on.
However, there are still some shortcomings in our work, in that if the correlation relationship between load sequences is weak, the prediction results using this method are usually bad. On the other hand, since the ultra-short-term load prediction resolution is relatively high (within 15 min), the influence of weather factors on the prediction results is small, and the numerical weather prediction model is very complicated, so we did not consider the weather factors and prediction day types features in the study. In future work, if this method could be applied to medium-and long-term load prediction, we could further study how to better combine meteorological factors, day type features, and copula interval prediction methods.
